Modelling the Effect of the Domestic Occupancy Profiles on Predicted Energy Demand of the Energy Efficient House  by Motuziene, Violeta & Vilutiene, Tatjana
 Procedia Engineering  57 ( 2013 )  798 – 807 
1877-7058 © 2013 The Authors. Published by Elsevier Ltd.
Selection and peer-review under responsibility of the Vilnius Gediminas Technical University
doi: 10.1016/j.proeng.2013.04.101 
11th International Conference on Modern Building Materials, Structures and Techniques,  
MBMST 2013 
Modelling the Effect of the Domestic Occupancy Profiles on Predicted 
Energy Demand of the Energy Efficient House 
Violeta Motuziene
a
, Tatjana Vilutiene
b,* 
aDepartment of Building Energetics, Faculty of Environmental Engineering, Vilnius Gediminas Technical  University, Sauletekio st. 11,  
LT-10223 Vilnius, Lithuania 
bDepartment of Construction Technology and Management, Faculty of Civil Engineering, Vilnius Gediminas Technical  University, Sauletekio st. 11,  
LT-10223 Vilnius, Lithuania  
Abstract 
The objective of the article is to present simulation results of the effect of domestic occupancy profiles on the energy performance of 
energy efficient house located in Lithuania. The study has assessed the influence of the dwellers’ characteristics and behaviour on the 
energy demand for heating, lighting and ventilation. Four different occupancy profiles were simulated over the period of one year using 
the time step of one hour. Four different thermal comfort strategies for different occupancy profiles were analysed as well. Simulation 
results clearly show that age, behaviour and number of occupants have to be taken into account when performing building energy 
simulations, especially for energy efficient houses. Results show that assumptions concerning the characteristics and behaviour of 
occupants play an important role in performing simulations of energy efficient residential houses. Therefore, it is recommended to collect 
as much as possible information on the occupants and their preferences, and avoid using preset occupancy profiles if more accurate data is 
available. 
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1. Introduction 
A study carried out within the project "Building and Renewable Energy Sustainability Model (PATEnMod)" 
(hereinafter - the project) funded by the Research Council of Lithuania is presented in this paper. One of the aims of the 
project is to investigate low energy buildings. This objective corresponds to the European Union’s targets for 2020: 
deployment of nearly zero energy buildings. Architectural and engineering solutions of buildings must be adapted according 
to the climatic conditions. The goal of the project is to develop and test a model for the assessment of the energy, exergy 
(thermodynamic) and ecological (environmental impact during the whole life cycle) efficiency of building energy systems 
(heating, ventilation, cooling, hot water systems, lighting) using renewable energy. The study is based on the assumption 
that the highest energy efficiency potential is on end-user side. In most cases building energy systems function 
independently of each other. Interactions between different energy systems are not taken into account; therefore to optimise 
the energy consumption an integrated analysis of different building energy systems is required.   
An integrated or whole building design process involves the analysis of the impacts and interactions of all building 
components and external factors on the energy demand. Such factors, as the location; the building envelope; the design of 
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heating, ventilation, air conditioning (HVAC) and lighting systems, and chosen control strategies have significant impact on 
the energy consumption. Kim et al. [1]  proposed an energy efficient building design process using data mining technology. 
The case study revealed that the data mining based energy simulation helps project teams to discover useful patterns for 
improving energy efficiency of the building during the design phase.  
The energy efficiency of buildings has to be estimated at an early design stage. Solutions made at this stage determine 
building’s environmental performance during the entire life cycle. Souza [2] debates on rethinking and reassessing of what 
issues could be potentially addressed to allow the building simulation tools to be used in more efficient way throughout the 
whole building design process. The author invites to explore and expand the scope of possibilities for the research in this 
area by experimenting with new methods, focused initially on qualitative and participatory investigations. Later Souza [3] 
has analysed the steps designers undertake in solving design problem including thermal comfort, energy efficiency and the 
testing of passive design strategies.  
 Buildings usually do not perform as predicted, even when very sophisticated energy simulation methods are used [4-8]. 
Some scientists call it a ‘performance gap’ or ‘rebound effect’. One of the reasons of such discrepancy between models and 
real buildings is the influence of human behaviour and the preferences of occupants. For the prediction of energy 
consumption in particular building the energy consumption pattern in that building has to be known. In office buildings 
occupancy profiles, electricity load profiles as well as heat load profiles can be predicted properly, because it is known, 
when people are in the building and when the required comfort has to be maintained [9]. It is more difficult to predict the 
energy consumption patterns in residential buildings, especially in single family houses, since they  depend on many factors, 
such as: price of energy, users awareness of energy issues, gender, age, employment,  family size, socio-cultural belonging, 
etc. [10-14]. It means that the energy consumption profiles of HVAC systems, domestic hot water systems and electricity 
have to be known. The electricity consumption in buildings can be estimated indirectly by assuming the activities that 
people perform when they are at home and awake [15]. Active occupancy also depends on seasonality. Torriti [15] has 
explored peak electricity demand issues in residential buildings with regards to timing of active occupancy of single-person 
households in 15 European countries and assessed national variance in occupancy levels at the aggregate European level  
using Hetus (Harmonised European Time Use Survey) data. Hetus  [16] provides statistical data of people’s use of time in 
different European countries. Analysis of these data shows that there are differences in time spent for different activities 
depending on culture. The dependency on the climate zone is also obvious. For example, the use of time in Lithuania 
(northern country) and Italy (southern country) differs. In southern part of Europe people spend more time for eating and 
leisure compared to north. (See Fig. 1).  
 
 
(a) 
 
(b) 
Fig. 1. Illustration of time use during the day in (a) Lithuania and (b) Italy. Source: Harmonised European Time Use Survey [16] 
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Fig. 2. Differences in time use in different countries (According to Hetus data)  
It is seen from the Fig. 2 that people in different EU countries spend their time differently. The most notable difference in 
spending time is related to the employment. Inhabitants in Lithuania, Latvia and Estonia, spend more time at work 
compared to other countries. In Lithuania people spend less time on leisure activities and more on domestic work. 
Meanwhile in Finland, Germany and Norway people spend comparatively more time on leisure activities. People in France 
and in Bulgaria spend more time on personal care (sleeping, eating, etc.) compared to other countries. Summarizing the 
analysis of the use of time it could be concluded that in different countries inhabitants behave differently. It has to be taken 
into account when predicting the building energy demand using simulation tools at the design stage.  
The research of Al-Mumin et al. [17] confirms the findings of Torriti [15]. In their study they compared the occupancy 
patterns in the households in USA and Kuwait. They showed that there is an obvious difference in lifestyles and behaviour 
of residents in these countries. Therefore, the energy consumption patterns are also different. In their study the increase of 
electricity demand by 21 % was observed when the occupancy profile, included in the simulation tool, was compared with 
the measured occupancy pattern in Kuwait. 
De Meester et al. [18] investigated the influence of three factors related to human behaviour: family size, the control 
mode of the heating system and management of the heated area, on the heating loads of a standard dwelling in Belgium.  
The simulations of the building with different insulation levels showed that the impact of internal gains (occupant’s lifestyle) 
on energy consumption is more significant for the building with better thermal insulation. Guerra Santin et al. [19] analysed 
the effect of occupants’ behaviour on energy consumption for heating. Results of their study showed that the behaviour of 
occupants affect the energy demand significantly. Deurinck et al. [20] analysed the effect of building retrofit taking into 
account different occupancy patterns.  
The effect of occupants’ behaviour on building energy consumption was examined by Yu et al. [21] research. Study of 
Ampatzi and Knight [22] revealed that the balance between potential solar contribution and the need for heat storage are 
strongly influenced by different variables (weather data, thermal comfort operating schedule, lighting and plug loads) and 
the effects are more marked in recent, heavily insulated housing. Blom et al. [23]  reported that  the electricity consumption 
in buildings with low heat demand had more significant  effect on environmental performance of the building. 
Although there are many studies on prediction of energy performance in buildings, there is still little information on the 
effect of occupants’ behaviour on energy consumption. The aim of this article is to investigate, using simulation and 
modelling tools, the effect of building occupancy on the energy performance in energy efficient house in Lithuanian climate 
conditions.  
2. Methods for assessing energy consumption in buildings 
In common engineering practice simplified building energy demand calculation methods prevail. Usually construction 
elements and engineering systems are evaluated separately, and human behaviour is assessed only minimally. In Lithuania, 
according to national methodologies, the energy demand in building is calculated for each month using average monthly 
values of temperature, solar radiation, etc. Energy demand calculations can also be carried out in accordance with ISO 
standard “Energy performance of buildings - Calculation of energy use for space heating and cooling” (ISO 13790:2008) 
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[24], where three alternative calculation methods are presented: semi-stationary, simplified hourly dynamic and detailed 
dynamic methods.  
According to Clarke [25] the building should be seen as a complex, dynamic and nonlinear system (multiple parts of a 
whole and connected with each other in many different interactions) where parameters change at different speeds, and they 
depend on the thermodynamic state). Simplified methods, used in the engineering practice, are not always capable of 
evaluating complex systems. Therefore, the use of computer simulation programs is required.  
 Incorporation of computational methods in architecture makes building performance analysis possible at the early stage 
of the design process. Capturing complex dependencies and viewing the building as a system makes new approaches in 
architecture possible. Schlueter and Thesseling [26] in their research calculated energy balances and used the concept of 
exergy to evaluate the quality of energy sources. Researchers described a prototypical tool integrated into a building 
information modelling software, enabling instantaneous energy and exergy calculations and graphical visualisation of the 
resulting performance indices. Vakiloroaya et al. [27] showed in their study how to minimise efficiently the overall power 
consumption of the whole system with controlled variables by using simulation tools. Authors used simulation and 
optimization to maximise energy savings of a central cooling plant in an office building. Simulation–experimental results 
showed that significant improvements in energy-efficiency and performance of the air-cooled central cooling plant HVAC 
system can be achieved, especially at part load conditions. Korjenic and Bednar [28] presented the concept of using 
dynamic simulation as an instrument for increasing the total energy performance and conducted analysis of HVAC systems 
in office building. The research showed that initial information on building energy demand profiles including the energy use 
for HVAC equipment was necessary to predict the energy consumption correctly and to obtain accurate results. 
Simulation tools can be supported by numerical or analytical integrated simulation techniques. Integrated simulation 
methods can be divided into two groups: analytical and numerical. They are described in details by Clarke [25] and 
Underwood and Yik [29]. Despite the fact that both of these method groups have their advantages and disadvantages, both 
are suitable for the building energy performance assessment.  
In this study DesignBuilder, which is an interface of simulation engine EnergyPlus, has been used. The DesignBuilder is 
a dynamic building simulation tool that uses an analytical response function method. To obtain the model that is physically 
realistic the elements are linked in a simultaneous solution scheme. The entire integrated solution is represented as a series 
of functional elements connected by two fluid loops: air loop (between the demand zone and the system) and water loop 
(between the system and the plant). The basis for the zone and air system integration of the EnergyPlus engine is to 
formulate energy and moisture balances for the zone air and solve the resulting ordinary differential equations using a 
predictor-corrector approach. Solution scheme generally relies on successive substitution iteration to reconcile supply and 
demand using the Gauss-Seidell philosophy of continuous updating [30]. Validation of the tool and the principle of 
operation is described in more detail in Motuzienė’s [31] dissertation. 
Using the DesignBuilder the geometry of the building model is created. Building energy simulations using selected 1 
hour time step for the period of one year are performed using EnergyPlus program. The results are obtained in the 
DesignBuilder and later are imported into Excel file. Then data processing and analysis are carried out.  
At the beginning the location of the building, including climatic data, is defined. In the next step the building geometry is 
created. Then the selection of building structures, occupancy patterns, operation profiles of HVAC equipment and heat 
gains are selected from the database or created. Finally, the desired building comfort conditions are set and parameters of 
lighting and HVAC systems are indicated.  
3. Concept of the model 
Geometry. One-storey, square-shaped house was selected as an object for the analysis (Fig. 3). When creating a building 
model, several assumptions were made: 
• the house was designed for the standard Lithuanian family consisting of 4 members (2 adults and 2 children); 
• thermal (for the heating period, since summer comfort is not analysed in this paper) and visual comfort,  
corresponding to requirements of national hygiene norms, was maintained during the occupancy hours; 
• the shape of the building was compact (small surface/volume ratio); 
• the plan and geometry of the house were suitable for developing a multi-storey residential building model for 
future analysis; 
• the building was energy efficient. 
The total area of the analysed building was 81 m
2.  
Weather data. Typical meteorological weather data of Kaunas city (Lithuania) was used. In the analysis the whole 
typical year from the IWEC [32] data files were taken. The design temperature for heating in Kaunas of –19.3 ºC was 
assumed.   
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Structural elements of the building. Structural elements of the building were selected according to the requirements of 
the national standard STR 2.01.09:2012 [33] for buildings with an energy performance label A+. Economical availability of 
construction materials was also taken into account. To minimise the risk of overheating in summer and heat losses in winter 
the size of windows in different orientation facades was selected taking into account the recommendations given by 
NorthPass project [34] and according to the requirement of national standard STR 2.02.09:2005 [35]. The minimum 
allowable sizes of windows were selected to satisfy minimum lighting levels during the day time. Thermal properties of the 
structural elements are presented in table 1.  
Lighting. It was assumed that lighting system operated during the occupancy. Lighting levels were chosen according to 
the national regulations (STR 2.02.09:2005) [35]: bathroom – 75 lx, bedrooms – 200 lx, living room and kitchen – 300 lx, 
hall – 100 lx. Assumed specific lamp power of 3 W/m
2/100 lx was used.  
 
 
(a) (b) 
Fig. 3. Model view in DesignBuilder,  plan (a) and south façade (b) of the analysed building model 
Table 1. U-values of the building partitions 
Construction U-value, W/m2K 
External wall 0.112 
Foundation  0.567 
Floor on the ground 0.140 
Roof  0.105 
Internal partitions  1.493 
Windows 0.77 
Table 2. Internal required temperatures (HN 42:2009) 
Room Standard required temperature, ºC 
Kitchen 18-22 
Bathroom 20-23 
Bedroom 1 18-22 
Bedroom 2 18-22 
Lounge  18-22 
Hall (circulation area) 14-16 
 
Comfort. Internal temperatures were selected according to the requirements of the standard (HN 42:2009) [36], see 
Table 2. For the base case, during the occupancy hours, the highest temperature was selected, assuming that high comfort 
level should be maintained. Since in reality occupants tend to heat their homes just at the time of their presence [20], the 
comfort temperature was maintained during the occupancy hours only and one hour before the occupants came back home. 
For the base case, heating set back temperature was set 3°C lower compared with the standard temperature for all rooms 
except the hall. The setback temperature is a temperature that is maintained when rooms are unoccupied.  
Mechanical ventilation system with heat recovery unit was designed in the building. Air flows were selected according to 
the requirements of national standards. Fresh air was supplied during the hours when building was occupied and one hour 
before the occupants came back home. During the unoccupied hours the system operated in recirculation mode. The total air 
change rate in the building of 0.6 h
-1 was assumed including the infiltration and mechanical ventilation. The air change rate 
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was kept constant for all occupancy patterns, since the supplied air flows were selected according to the area of the building, 
but not according to the number of occupants.  
Occupancy profiles. Building profiles describe how buildings are used. For the base case the default occupancy 
schedules proposed by the simulation software were assumed. Occupancy was taken separately for weekdays, weekends and 
holidays, i.e. schedules varied during the year. Lighting, heating and ventilation systems operated as described above.  
Since occupancy profiles of residential buildings included in the DesignBuilder (EnergyPlus) did not correspond to the 
life style of northern Europe dwellers and did not reflect the age of occupants and their activities, more realistic alternatives 
were simulated and compared, see Table 3).  
Table 3. Description of alternative occupancy profiles  
Occupancy profile Household characteristics 
OP1 Standard residential occupancy profile for different zones of the building designed in DesignBuilder. Household size is 4 people 
OP2 Household size is 4 people (statistical Lithuanian family is 3.5 people), parents are actively working, 2 children stay at school or 
kindergarten during the working hours, children come back home together with parents. 
OP3 Household size is 2 people, actively working couple 
OP4 Household size is 2 people,  retired couple  
 
Occupancy patterns for the cases OP2-OP4 were created according to Belgian [18] and Hetus [16] data and taking into 
account the habits of the dwellers in Lithuania. Occupancy profile of the hall was not analysed as no reliable data except 
DesignBuilder had been found.   
The maximum occupancy in premises was assumed:  
• bedroom 1 (in case of OP1, OP2 it’s used as bedroom of children, OP3 – used as office room, OP4 – is used as 
spare bedroom) – 2 persons,  
• bedroom 2 – 2 persons,  
• kitchen – 2 or 4 persons (depending on the size of household),  
• living room – 2 or 4 persons (depending on the size of household),  
• bathroom – 1 person.  
Occupancy profiles were expressed using the occupancy profiles, which were calculated as a ratio of actual and 
maximum possible occupancies (Fig. 4).  
Heating strategies. Appropriate use of programmable thermostats is the easiest ways to save energy without reducing 
the comfort. However, even if the occupancy profiles are known, it is difficult to predict the preferences of occupants, 
before the building energy system starts its operation. In this study the effect different heating strategies on energy 
consumption in the building was analysed assuming different building occupancy profiles.  
Four different thermal comfort strategies using different occupancy patterns were analysed (see table 4): 
• COM1: high internal temperatures are maintained during the occupied hours, the setback temperatures were set 3ºC 
below the maximum value during the unoccupied hours. The exception is the hall, where temperature was always 
low. This case was assumed as the base case, when the influence of the occupancy profiles was analysed; 
• COM2: high internal temperatures are maintained during the occupied hours, the setback temperatures were set 4ºC 
below the maximum value during the unoccupied hours; 
• COM3: average temperatures are maintained during the occupied hours, the setback temperatures were set 2ºC 
below the maximum value during the unoccupied hours; 
• COM4: average temperatures are maintained during the occupied hours and unoccupied hours without temperature 
reduction. 
                                                                Table 4. Assumed temperatures depending on the occupancy profiles  
Room Assumed set /setback temperatures, ºC 
COM1 COM2 COM3 COM4 
Kitchen 22/19 22/18 20/18 20 
Bathroom 23/20 23/19 21/19 21 
Bedroom 1 22/19 22/18 20/18 20 
Bedroom 2 22/19 22/18 20/18 20 
Lounge  22/19 22/18 20/18 20 
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(a)  
 
(b)  
 
(c)   (d)  
Fig. 4. Analysed occupancy profiles: (a) case OP1; (b) case OP2; (c) case OP3; (d) case OP4 
4. Simulation results 
Influence of occupancy profiles. The primary aim of the study was to assess the influence of the dwellers’ 
characteristics (number and age of the occupants) and behaviour on the energy consumption for heating, ventilation and 
lighting systems. Four different cases of occupancy profiles were simulated during the period of one year using the time step 
of one hour. Energy demand for domestic hot water systems was not taken into account in this study.  
Results (Fig. 5) show that for a family of four, using the adapted more realistic occupancy profiles of European family, 
the difference in heating energy demand is 8%, electricity for lighting is 7%, and auxiliary electricity for HVAC equipment 
is –4% compared with  the default profiles available in the simulation tool DesignBuilder. These differences are relatively 
small, so it can be concluded that the profiles set in the DesignBuilder are suitable for use for European houses, when the 
objective is to evaluate the energy performance of the building with above mentioned household size.  
If different occupancy profiles are considered in the same building, significant differences in energy consumption may be 
expected. For example, if there are only two adult occupants (OP3) in a house, the increase of 30% for heating, 1% for 
electricity for auxiliary equipment and the reduction of 25% for lighting is observed compared with the case OP2. 
Moreover, if the case with retired couple (OP4), they spend almost all of the day at home and have a spare bedroom is 
analysed a 43 % increase in energy consumption for heating, 30% increase in electricity consumption for auxiliary 
equipment and 7 % rise in energy consumption for lighting is observed compared with the case OP2. It is related to the fact 
that the ventilation system operates longer and the option of the room temperature is maintained constantly high. 
 
0
0.1
0.2
0.3
0.4
0.5
0.6
0.7
0.8
0.9
1
0
0
:0
0
0
1
:0
0
0
2
:0
0
0
3
:0
0
0
4
:0
0
0
5
:0
0
0
6
:0
0
0
7
:0
0
0
8
:0
0
0
9
:0
0
1
0
:0
0
1
1
:0
0
1
2
:0
0
1
3
:0
0
1
4
:0
0
1
5
:0
0
1
6
:0
0
1
7
:0
0
1
8
:0
0
1
9
:0
0
2
0
:0
0
2
1
:0
0
2
2
:0
0
2
3
:0
0
O
cc
u
p
a
n
cy
 f
ra
ct
io
n
Bathroom Bedroom 1, 2 Living room Kitchen
0
0.1
0.2
0.3
0.4
0.5
0.6
0.7
0.8
0.9
1
0
0
:0
0
0
1
:0
0
0
2
:0
0
0
3
:0
0
0
4
:0
0
0
5
:0
0
0
6
:0
0
0
7
:0
0
0
8
:0
0
0
9
:0
0
1
0
:0
0
1
1
:0
0
1
2
:0
0
1
3
:0
0
1
4
:0
0
1
5
:0
0
1
6
:0
0
1
7
:0
0
1
8
:0
0
1
9
:0
0
2
0
:0
0
2
1
:0
0
2
2
:0
0
2
3
:0
0
O
c
cu
p
a
n
cy
 f
ra
ct
io
n
Bathroom Bedroom 1 (children's) Bedroom 2 (parents) 
Kitchen Living room
0
0.1
0.2
0.3
0.4
0.5
0.6
0.7
0.8
0.9
1
0
0
:0
0
0
1
:0
0
0
2
:0
0
0
3
:0
0
0
4
:0
0
0
5
:0
0
0
6
:0
0
0
7
:0
0
0
8
:0
0
0
9
:0
0
1
0
:0
0
1
1
:0
0
1
2
:0
0
1
3
:0
0
1
4
:0
0
1
5
:0
0
1
6
:0
0
1
7
:0
0
1
8
:0
0
1
9
:0
0
2
0
:0
0
2
1
:0
0
2
2
:0
0
2
3
:0
0
O
cc
u
p
a
n
cy
 f
ra
ct
io
n
Bathroom Bedroom  1 (office) Bedroom 2 
Kitchen Living room
0
0.1
0.2
0.3
0.4
0.5
0.6
0.7
0.8
0.9
1
0
0
:0
0
0
1
:0
0
0
2
:0
0
0
3
:0
0
0
4
:0
0
0
5
:0
0
0
6
:0
0
0
7
:0
0
0
8
:0
0
0
9
:0
0
1
0
:0
0
1
1
:0
0
1
2
:0
0
1
3
:0
0
1
4
:0
0
1
5
:0
0
1
6
:0
0
1
7
:0
0
1
8
:0
0
1
9
:0
0
2
0
:0
0
2
1
:0
0
2
2
:0
0
2
3
:0
0
O
cc
u
p
a
n
cy
 f
ra
ct
io
n
Bathroom Bedroom  1 (office) Bedroom 2 
Kitchen Living room
805 Violeta Motuziene and Tatjana Vilutiene /  Procedia Engineering  57 ( 2013 )  798 – 807 
 
(a) 
 
(b) 
 
(c) 
Fig. 5. Influence of the occupancy profiles on annual energy demand of the building: (a) for heating (gas demand); (b) for lighting (electricity) demand;  
(c) HVAC auxiliary energy (electricity of fans and pumps).  
Influence of the heating strategy. When analysing influence of the occupation profiles on the energy demand of the 
house, heating strategy COM1 was used (high thermal comfort during the heating season and temperatures setback during 
unoccupied hours). Occupants may have different preferences concerning the internal temperatures during the occupied 
hours and may apply different heating system management schemes. Therefore influence of the management of the heating 
system was also simulated to show, how it may influence energy demand of the house.  
Simulation was performed for 16 different cases using four occupancy profiles in combination with four heating 
strategies. The case COM1 was used as the base case for comparison with other control strategies. Results show (Fig. 6) that 
the base case COM1 and the case COM2 are not the most efficient strategies. Using strategies COM3 and COM4 with 
different occupancy profiles an increase in savings by 23-31% and 13-24% respectively is observed compared with COM1 
case. Using these control strategies significantly higher savings are obtained for the occupancy patterns OP1 and OP2 with 
four persons in a household. The  main reason is that for households with two persons an additional bedroom is used only 
one hour (case OP3) or is not used at all (occupancy profile OP4).  The setback temperature is used for this bedroom all the 
time. From the results it is seen that the best strategy is to keep an average temperature at +20 °C during the occupied hours. 
 
 
(a) (b) 
Fig. 6. Influence of the heating strategy on heating energy demand: (a) heating energy consumption; (b) difference from base case profile COM1 
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5. Conclusions 
Simulation results clearly show that the age, behaviour and number of occupants have to be taken into account when 
performing building energy simulations, especially for energy efficient houses.   
Preset occupancy profiles available in the simulation tool DesignBuilder can be used for simulations of European houses 
only for the households with four active persons, when houses are unoccupied during the daytime hours of weekdays. If 
other occupancy profiles OP3 or OP4 are used large deviations are observed; therefore, the preset occupancy profiles are not 
suitable.  
Analysis of the influence of heating strategies on different occupancy profiles has shown that for all cases savings of 13-
31 % are observed compared with the base case COM1. Higher savings are obtained for the households with 4 occupants 
using the same strategies. 
Results presented in the paper have illustrated the importance of making correct assumptions concerning the occupancy 
profiles and heating strategies, and have shown how incorrectly chosen input data can affect the calculation of energy 
consumption in the building. Seeking to avoid these issues, it is recommended to collect as much as possible information 
about the occupancy of the house, comfort preferences of the occupants and avoid using standard profiles, before 
performing building energy simulations. Since ventilation systems have considerable effect on the energy performance of 
efficient buildings it is planned to perform analysis on their impact on energy consumption in the nearest future.  
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